
INDEECO

Installation Instructions 
PCA-81P / PCA-81J Power Connection Kit for Pipes (For use 
with INDEECO HSR Family of Heating Cables) 

Kit Description 

The P ower Connection Kit is suitable for use in Class I, Div. 2, 
Groups A.B,C. and D; Class ll/111, Div. 2, Groups F and G; and 
Class I, Zone 2, Groups IIC. The kit provides excellent 
resistance to ultraviolet rays from sun, as well as inorganic 
chemicals and most corrosives. 
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Kit Contents 

Qty. Description 

1 
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Base 
Top 
Sealing Grommet (large hole) 
Sealing Grommet (small hole) 
Sealing Gasket 
Shrink Tubes 'la'' x 5'h" (black) 
Shrink Tube '/•' x 5'h" (green/yellow) 
Shrink Tube ½" x 1 'h" (white) 
Lock Ring 
Adaptor (for installation on pipe smaller than 1 ") 
Stainless Steel Tie Wire 

JUNCTION BOX 
ONLY INCLU DED 
IN PCA-81J KIT 

STAINLESS STEEL, TIE WIRE 

SEALING GROMMET-0 

ADAPTOR (USE 
ON PIPE SMALLER 
THAN 1" ONLY) 

� PIPE STRAP NOT 
INCLUDED 

The material contained in this document is 
presented in good faith and believed to be 
reliable and accurate. However, because 
testing conditions may vary and material 
quality or information that may be provided 
in whole or in part by others may be beyond 
o ur control, no warranty, expressed or 
implied, is given and no liability assumed for 
results obtained or damages incurred
through the application of the data and tests 
presented.
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1nsta11at1on ror Heater with tsra,o and uverJacKet 

(Note: Use grommet with larger hole for heater with braid and overjacket.) 
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Strip the inner jacket 6" from the end. Strip 
the bus wires out of the core, following 
the Heat Trace Stripping Instructions. 

7 

Make sure the sealing grommet is set in 
the base. 

2 

Extend the heater 7 '//' above the base. 
Slide the grommet over the heater 
inserting lhe grommet in the base. Strip 
outer jacket 7" from end. Attach the base 
to the pipe with a pipe strap. (See Heat 
Trace Stripping Instructions for details.) 

5 

Slide the black 1/s" x 51/,'' heat-shrink 
tubes on the bus wires, and the green/ 
yellow '14" x 5½" heat- shrink tube on the 
ground pigtail. Heat shrink, using a heat 
gun, or soft flame torch, moving the heat 
source back cind forth. 

8 

Slide the top in place and push and lock 
the cam levers into position. Lock cam 
levers by inserting the stainless steel tie 
wire through the holes in the ends of the 
cam levers and twisting together. 

3 

Make an opening in the ground braid, 
bend the heater, and pull the inner jacket 
and core through the opening in the 
braid. Twist the ground braid into a 
pigtail. 

6 

Slide the white ''2" x 1 w· heat-shrink tube 
in place over the bus wires and onto the 
inner jacket. Heat shrink in place. After 
removing the heat source, and while still 
hot, pinch the center of the heat-shrink 
tube between the bus wires with needle
nose pliers. 

9 

Mount junction box with non-threaded 
opening for ''f,.'' conduit, using the sealing 
gasket and lock ring to hold in place, or 
use a junction box with a ¼" inside 
threaded hub. 
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Installation for Heater with Braid Only 
(Note: Use grommet with smaller hole for heater with braid only and no overjacket.) 
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I 

2 3 4 

Make an opening in the braid 14" from the 

end. Bend the heater and pull it through 

the opening. Twist the braid into a pigtail. 

Cut 4" of heater off end of the heater. 

Extend the heater ?'H' 

above the base. Allow braid 

pigtail to extend out from 

bottom of base. Attach 

Strip the jacket 6" from the end to 

expose the conductive core. 

5 

Notch the center core between the 

conductors and pull the bus wires away 

from the core for 6". Remove the center 

core material and any core material on the 

bus wires. Retwist the bus wires, if 

needed. 

8 

Make sure the sealing grommet is set in 

the base. 

base to pipe with a pipe 

strap. Slide the grommet 

over the heater and push 

into cavity in base. 

6 

Slide the 'Ii' x 5'/z'' heat-shrink tubes 

on the bus wires. Shrink the tubes 

with heat gun or soft flame torch. 

9 

Slide the top in place and push and lock 

the cam levers into position. Lock cam 

levers in place by inserting the stainless 

steel tie wire through the holes in the 

ends of the cam levers and twisting 

together. 

7 

Slide the ½" x 1 'fi' heat-shrink tube over the 

bus wires and partially over the inner jacket. 

Heat shrink the tube; while still hot, pinch the 

center of the heat- shrink tube between the 

bus wires with needle-nose pliers. 

10 

Mount junction box with non-threaded 

opening for )/•' conduit, using the sealing 

gasket and lock ring to hold in place, or use a 

junction box with a W' inside threaded hub. 

Ground the braid pigtail to conduit with a 

clamp (not provided). 
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