
1. Remove access c

2. Remove screen o
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the capillary tube 

4. Install thermostat 
back of the unit u
the knob on the s

5. Secure the bulb on the backside of the control
box using the two nylon straps and two screws.
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over to control box of heater.

n fan side.

t in the control box and pass
bulb through the bushing.

with the existing holes at the
sing the provided screws.  Put
tem.

6. Connect the two provided wires from the
thermostat to the control terminal blocks T1 and
T2.

7. Replace screen and access cover and reconnect
power supply.

8. Check thermostat by temporarily setting
thermostat to maximum temperature, then to
minimum.  Adjust thermostat to the desired set
point.


